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Presentation
Overview

 Purpose & Basis
« Test Article Description
...test article, fire extinguishing system, telemetry
* Test Conditions
...global test conditions
* Test Results

...average values, observations, outcomes

Use of trade and/or manufacturer product names or services does not constitute endorsement.
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Purpose
& Basis

* To Investigate the fire extinguishment
behavior of FK-5-1-12 in a forced flow at :
— full-scale

— less than room temperature
e “cool” ventilation
« "cold”/’cool” boundaries
e “cold”/’cool” FK-5-1-12
* The basis...
— FK-5-1-12 & halon 1301 are notably different

— A witnessed temperature-associated phenomena...
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n
& B aS I S -60 45 30 -15 0 15 30 45 60 density, halon 1301, +40°C —0— density, FK-5-1-12, +40°C
3000 L | | | 1 1 1 1

+10°C —0— +10°C
-40°C —r— -40°C
Temperature (°C) s % —temperature, halon 1301 — & - temperature, FK-5-1-12
Differencesw
AN
2500 ] saturated saturated
vapor liquid
(typical) (typical)
Reported Experimental Dry Air Density

Extinguishment Concentrations® 2000 ]

£} Temperature Pressure Density
Parameter Firex Agent % (6{®) (kPa) (kg/m”3)
(%v/v) FK-5-1-12 halon 1301 = -40 33 0.49
Cup & 101.3 1.5
Burer 45 3.3 1500 IS0 ] 10 92 1.1
(n-Heptane) @ 101.3 1.3
Peak z
Inerting 8.1 6.1 E
(propane)
1000 .
[ atmospheric boiling points ]
500 .
Density (kg / m”3)

1200 1600
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Purpose
& Basis

A witnessed phenomena (2006)...

« Test configuration & conditions
 Behaviors & observations
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Purpose

& Basis Lo B iy i
source
(vagorous FK-5-1-12 &\ no more
C f . dry air mixture thar|1|(230
O n | g u ratl O n clear Tedlar 40L bag \ bpm /

concentration unknown;

& COndItIOnS \measuredatzﬂ%v/vj

LINE LENGTHS &

« 3.05m @ -16° < T_wall <-3°C
«1.83m,4°<T wall <8°C
« 253 m, 40°<T_wall < 68°C

« 2 copper sample lines

e 3.66mx3.18 mm OD

« drawn flow (suction)
through each =800 sccm

r--

chl2 ch09

FAA-owned,
~ MSSI/Pacific Scientific
|Halonyzer Il Sensors

ch = channel, as in a channel number
MSSI = Meggitt Safety Systems Inc.

Federal Aviation 6
Administration OD = outside diameter
T_wall = wall temperature of copper sample line
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Purpose
& Basis

1.05 -
Comparing .- e T YU
channel 12 ed IS LA DA
] 095 & s (T_wall = room temperature)
s 0 1 w v’z """ L1 ________ 20060309-11, ch12
be h aV I O rS " E & (T_wall= rb(c)m temperature)
—gl _______ 20060310-11, ch12
0.90 - c%n L/ (T_wall = room temperature)
.. .all IOOkS E - _______ 20060310-13, ch12
=4 yAd (T_wall = room temperature)
T
085 - 8
reasonable... 3
s
Zz.
0.80 -
...concentration 075 -
calculated at
0.70 - L‘i eyl
11.2%v/v T
0.65
Time (sec)
0-60 T T T T T T T T T 1
0 20 40 60 80 140 160 180 200
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Purpose
& Basis

1.05 -
Comparing 1. - R e R T
channel 09 S NN S — 20060308-13, ch09
0.95 . k// (T_wall = room temperature)
. s ! 1tr v v+ 0 __d__Jd_______ 20060309-11, ch09
behaviors... 5 i (505 m, 16 < T wall<-3°0)
— N N 20060310-11, ch09
0.90 - ;:: ,’ g (1.83m, +4° < T wall < +8°C)
o 0 7 / S R 20060310-13, ch09
Iq oughly _a 33% z lf Vg (2.53m, +40° < T wall < +68°C)
reduction in 0.85 & |
RAW signal... 3 /
= /
. initially-"warm” sz __=-e-eqee %WW HAHr I
mass lost from ..
vapor phase to
cool” wall... 070 |
| g L D L
...concentration
0.65 -
calculated at
58%V/V, roughly Time (sec)
- 0-60 T T T T T T T T T 1
a 48% loss in 0 20 40 60 80 100 120 140 160 180 200

indicated concentration
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Test Article
Description

Details of the full-scale testing (2011)
* Nacelle fire simulator (NFS) global orientation

* Making things “cold”
* Test telemetry package
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Test Article
Description

S

exhaust duct

Th e P ’ ‘(dif‘ficult to see)

complete | R A P T p—
N FS ~ @ housing for
== the electrical
: § resistance heaters Ll
WL E2,

R N ki

, spply

fire extinguisher

e -

N L

inlet duct

supplying
the blower B
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Test Article
Description

IDEALIZED TEST SECTION DIMENSIONS
The S———  1.22m (4 ft) OD SHELL
0.61m (2 ft) OD CORE

external doors

~ 3.1 m (10.3 ft) LONG
NFS test

region for the
fire extinguishing
agent injection

section

FWD

sta551 ] o5 27J

pool fire threat sta453J » much internal detail omitted for clarity

-  all reference to station (“sta”) numbers
‘ spray fire threat indicates longitudinal separation in inches
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Test Article
Descriptiong

electrical
arc gap

4
oo

r

fuel spray
nozzle, right

location of the
former massive
hot plate

spray

fuel spray
nozzle, left

Fw

Y

tube array, hot
surface ignition
' threat, sta 512

A T
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Test Article
- Description

shell rib core rib
sta 502 sta 502

mobile
electrical
arc gap

; =y

.
IDEALIZED FUEL PUDDLE DIMENSIONS
27.4cm (10.8in) WIDTH
52.8 cm (20.8 in) LENGTH

13 mm (0.5 in) DEPTH
~ FUEL SITS IN A WATER-JACKETED PAN ~ > v

1
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CONCENTRIC CORE & SHELL, 0.61 m (2 ft) OD CORE, 1.2 m (4 ft) OD SHELL !
11 SAMPLE POINTS IN “FREE” STREAM (roughly 0.15 m off core sfc) I es t A rt ICle
12T SAMPLE POINT IS IN THE WAKE REGION OF THE FUEL PAN FWD LIP

‘PROTECTED” VOLUME = 0.61 m LONG x 0.61mID x1.2m OD " -
= DESCription

SAMPLE POINT (typical)
FUEL SPRAY NOZZLES
. . . “‘HOT” SFC IGNITION SOURCE
Defining the Fire FUEL PAN —)

I '
Extinguishment W | C |

System

I
|
1
I
I
sta 490 & sta 514 I l
l . —. ——————— o ¢ o m— o — ] — — — — — —
) I |
| i |
| |
| !
. I _ \
| | !
| ' | %
I : :
. ! ! sta 514
| | I sta 502
; . : ! sta 490
| 030m | 030m |
T [ - (12 in) i : FWD = forward
SFC = surface
Seventh Triennial International Fire & Cabin Safety Research Conference -
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Test Article
Description

Making things “cold”, oo NFS doors
the NFS walls...

external covers
omitted for clarity

\|v‘ >
L,

- J NFS doors before

compartments

MOUNT 2
COMPARTMENTS PER

DOOR x 5 DOORS, TO
CONTAIN DRY ICE
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Test Article
Description

Making things “cold”,
the FK-5-1-12...

(solid carbon dioxide)

MSSI/Pacific Scientific fire extinguisher
bottle and valve assemblies
containing FK-5-1-12 & nitrogen gas

MSSI = Meggitt Safety Systems Inc.

Federal Aviation 16
Administration
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Test Article
Description

quantity of 12

,EZ.OO

sta 551 air-sensing SN T
NFS telemetry, e N

sta 532 air-sensing

thermocouples

temperatures,
alr-sensing

quantity of &
sta 453 air-sensing
thermocouples

Spray fire

Seventh Triennial International Fire & Cabin Safety Research Conference
Philadelphia, PA, USA
2-5 December 2013

quantity of 1,
sta 518 air-sensing
thermocouple

Fuel pan for residual
fire scenario

Up (12:00)

Left (9:00)
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Test Article
Description

external doors 7

NFS telemet
temp erattie
surfaGegsensing

i
) RIGHT S

sta551J
|

106:00 I
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Test Article
Description

SURFACE-MOUNTED
THERMOCOUPLE
(frx btl shell)

PRESSURE
TRANSDUCER

NFS telemetry,
fire extinguisher|
temperature
& pressure

| PLUMBING ASSEMBLY USED TO SENSE

INTERNAL TEMPERATURE & PRESSURE

4 TAP FOR PRESSURE
TRANSDUCER

THERMOCOUPLE TIP for internal temperature measurement
(frx btl interior)

Seventh Triennial International Fire & Cabin Safety Research Tonference
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Test Article
Description

Anemometers seeing e— OPTICAL RECEIVER =
flow at 12:00, stad77 12:00. stad73

NFS telemetry,” _ G
global view, ‘ s L
optics &
anemometry,
spray fire

LASER
SOURCE

LR

| sta477 CORE RIB

Anemometer seeing

_ flow at 06:00, stad77
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Test Article
Description

NFS telemetry, optics & anemometry,
S p ray fl re PTI ALls:EO,ESIt;ﬁF; 3 B gggffxi‘ﬁf;e@”ggm
region

(optical filters in place) penetrating through
“free”-stream flow

Anemometer seeing
“ ROTATIONAL FLOW,
12:00, sta477

Anemometer seeing *
AXIAL FLOW,
06:00, stad77

sta453
CORE RIB

Anemometer seeing
AXIAL FLOW,

12:00, stad77

Seventh Triennial International Fire & Cabin Safety Research Conference
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fuel spray

et e Test Article
Descrl ption

sta502 CORE RIB ”w X #‘. B OPTICAL RECEIVER

06:00, sta473
(optical filters in place)

NFS
telemetry,
global view,
optics &
anemometry,

pool fire
region

RED
LASER
SOURCE

e . Anemometers seemg
. flow at 06:00, sta477
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e 1 €ST Article

approximately 0.3 m

penetrating through

eemw |Description

OPTICAL RECEIVER
06:00, sta473

(optical filters in place)
g

NFS telemetry,
optics &
anemometry,
pool fire region

stad77
CORE RIB

Anemometer seeing s | ~wunt |

: R » DE ~. S stad77
QPO XS stad? ROTATIOgléA:‘(I)_oFSIE&\;Vf' O S 1\ T SHELL RIB
R L S A 3,_?'!‘\' o T
Anemometer seeing . /o ‘g AR ZE
AXIAL FLOW, e s

06:00, stad77
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Test Conditions

* General global conditions
— NFS air mass flow = 1.4 kg/s @ 1 atm, T=8° or 47°C
— Injected FK-5-1-12 masses of 4.3 or 6.4 kg

 Limited comparative review accomplished here
— 13 total tests completed

— 8 tests reviewed here to assess FK-5-1-12 behavior

« 6 tests related to a spray fire
— 4 tests usefully group; tied to the lineage of the pool fire testing
— 2 other tests usefully group; of their own lineage

« 2 tests related to a pool fire

Seventh Triennial International Fire & Cabin Safety Research Conference
Philadelphia, PA, USA
2-5 December 2013
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Test Condltlons

TEST TYPE =———————
agent dh[llbu[]on I
fire extinguishment

NFSTEST CONDITIONS =
ventilation rate -----------------

1
low

stream "temperature" ----------
hot

(=N

ambient
external wall "temperature” ---

ambient
cold !
fire threat ---=-=-s=emeeememmceee- I

spray
pool
none

FIREX SYSTEM DETAILS =
agent -----------n--- .
FK-5-1-12
nitrogen | |

"mass"” injected =m—mmmmmmaemmmn
largest
smallest

not determined
storage "temperature" -------- I
hot i

ambient

cold |
storage "pressure" -------------
largest

nozzle type "A"
nozzle type "B"

FIRE EXTINGUISHED ———
yes (reignited)

smallest !
injection configuration -------- I | | |
1

no i
n/a i I

\_
)
’-
\
]
4
\
) |
\ ]
!
N\
,l
———X—X—

T#01
11316-15
T#02
11317-14
T#03
11317-15
T#04
11321-16
T#05
11322-11
T#06
11329-12
T#07
11329-14
T#08
11330-11
T#09
11330-12
T#10
11331-11
T#11
11331-12
T#12
11401-12
T#13
11401-13

Seventh Triennial International Fire & Cabin Safety Research Conference
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Test ReSUILS e wuer sa

* Looking at select tests

— Illustrating some behaviors
« FK-5-1-12 distribution in the flow when all “hot”/ambient

* injection plume insults on the environment :
— thermally via type-K thermocouples
— flow speeds via hot-wire anemometry

« aerosol existence via light obscuration
— explaining the bases of calculated single-point values
— collectively review these values for global comparisons

Seventh Triennial International Fire & Cabin Safety Research Conference
Philadelphia, PA, USA
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TeS t R ?S u I tS (FK-5-1-12 “hot” distribution)

A %
7 N
3 furd, 12:00, free e fiprd (13:00, free — 'E B
7 i T:- e A ;‘, fwrd, 06:00, free —— g 09:00, free : E :
' / | q’i v o
ﬁ‘/ SRR\ R sid, 12:00, free mid, 04:30, free e
7 AR R A T VK mid, 0730, free aft, 12:00, fres =
6 s T2 R —
g DS D N R - - - aft, 03.00, fee - = = aft, 06:00, fres
7 I "
4 Fr 4 i NG ol WM, s Frell e, (B, el
) 8 F | R a B
5 )E' NEF | /,: N — — minimum criteria box
) i . | L 1
= flgit | ' | A + Goal of 6.1%v/v FK-5-1-12 for %2 second
3 B : /1' X o o derived from MPSe revision 03 testing‘)
4 f: {a | : PR o created across 12 sample points in the NFS
0 ! | Al @% : o placed per MPSe revision 044
", At By | | § ) » Approximate fire extinction durations from MPSe revision 03
= I}l . _|£' ! | N ‘) o 1.9 sec against the spray fire, 3.4 sec against the pool
344 i H—t W o i.e. the fires extinguished...
o Iy | 4 o - o o B . . . .
E o N e I b o) Ul » Accomplished this distribution with 2 injection nozzles
1
3 _i' ! ; | J| A \ nJE. o located between sta384 & 428
Camp i Lo I | A o produced 2 concurrent helical swirls
19 ' I SN
2 1 | | Ye % ]
= | 1
2 . ! | ! . ) el
5 i AN ! J \ o data provided by MSSI (Pacific Scientific/HTL)
R - ‘
| | ) == \
{ 1 ! | 5
L t_ : I_, i X, - %
- Time (sec) I
0 lI L & J :
11 12 13 14 15 16 17 18 20 21
review slide 14 for telemetry details
Seventh Triennial International Fire & Cabin Safety Research Conference -
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Test Resu 1S chermat raons

Thermal Behaviors, "hot" r 9%
300 - Air Stream & Other NFS Surfaces, - 372
285 - Test #05/11322-11 (agent dis., typical) - 545
270 - 518
755 - sta000, air/NFS inlet o 5453, ave, ait/NFS 491
20 s a4 58/01:30, sfc/door, ext sta453, min/max, air/NFS 464
sta514/11:30, sfc/door, ext e ta470/06:00, sfc/core, ext
225 1 sta546/01:30, sfc/door, ext sta483/12:00, sfc/core, ext r 437
210 4 fix btl interior - 410
195 - = 383
180 - g g e 356
165 & _ ;-’-9-“ ~ 329
150 | ig ..........i 3 | 20
135 - Ea - 275
120 + : - 248
105 | o
90 - s - 194
75 167
60 - i - 140
45 Tﬁ m 113
30 T;L._J_.;_“..L_._ _._.._...;1111—:—.—1ﬁ—-—.v e 6
15 + - 59
0 ¥ ¥ ¥ ¥ y y y ¥ 32
-15 - -5
; 5 Time (sec) | j;
-60 - - -76
=75 - - -103
0 20 40 60 80 100 120 140 160 180

review slides 17-19 for telemetry details
Seventh Triennial International Fire & Cabin Safety Research Conference

Philadelphia, PA, USA
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Test Resu 1S chermat raons

300 -
285
270 -

Thermal Behaviors, "cold",

Air Stream & Other NFS Surfaces, i
Test #06/11329-12 (spray fire, typical) -

755 - sta000, air/NFS inlet o 5453, ave, ait/NFS
s a4 58/01:30, sfc/door, ext
sta514/11:30, sfc/door, ext e ta470/06:00, sfc/core, ext
sta546/01:30, sfc/door, ext sta483/12:00, sfc/core, ext
210 | frx bt shell firx btl interior i} I

240 ~
225 -

sta453, min/max, air/NFS

195
180 -
165
150 -
135
120
105
90 -
75
60 -
45
30
15
0
.15 -

Temperature
(°C)

Temperature
°F)

Time (sec)

A s & A (1 I X XXX XXX —H—LM

Seventh Triennial International Fire & Cabin Safety Research Conference
Philadelphia, PA, USA
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Test Resu 1S chermat raons

Thermal Behaviors, "cold", r 3%
300 - Air Stream & Other NFS Surfaces, - 372
285 1 Test #12/11401-12 (pool fire, typical) - 345
270 - - 518
755 - sta000, air/NFS inlet o 5453, ave, ait/NFS 491
20 s a4 58/01:30, sfc/door, ext sta453, min/max, air/NFS 464
sta514/11:30, sfc/door, ext e ta470/06:00, sfc/core, ext .
225 1 sta546/01:30, sfc/door, ext sta483/12:00, sfc/core, ext - 437
210 | e firx ol shel - 410
195 - E - 383
180 - & £ e 356
@ Q
165 - § — =~ - 329
50 E
150 - E.E_J ==t - 302
135 - & - 275
120 - - 248
105 - 221
90 - Q0o - 194
75 - 167
60 - . - 140
45 - '-_ - 113
30 - . - 86
')
15 - - 59
0 4 %— 32
-15 5
-3 — -22
45 ime (sec) 49

Seventh Triennial International Fire & Cabin Safety Research Conference

Philadelphia, PA, USA * * L .
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Test Resu 1S cermat raons

Thermal Behaviors, "cool", - 399
300 - Air Stream & Other NFS Surfaces, - 372
285 - Test #09/11330-12 (spray fire) - 345
270 - - 518
755 - sta000, air/NFS inlet o {2453, ave, air/NFS 491
20 s sta4 58/01:30, sfc/door, ext sta453, min/max, ait/NFS 464
sta514/11:30, sfc/door, ext e —stad70/06:00, sfc/core, ext .
225 1 sta546/01:30, sfc/door, ext sta483/12:00, sfc/core, ext r 437
210" | o firx bl sheell - 410
195 - E - 383
180 - & g e 356
165 & _ =% 329
50 g
150 EE’_J 2=t - 302
135 - = - 275
120 - - 248
105 - 221
90 - - 194
75 - 167
60 - - 140
45 - - 113
30 - - 86
15 - 59
0 . . _ y » y . 32
-15 - -5
-30 - - =22
45 Time (sec) 49
-60 - - -76
-75 - - -103
0 20 40 60 80 100 120 140 160 180
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Test ReSUILS wema s

Average Ambient Air (NFS Inlet), NFS 180 o
Ventilation Air, & FK-5-1-12 'E-
Temperatures 165 g~
(Tair ’ TNFS' Tagent) 150 E" Ei
135 =
all are averages of the first 20 seconds 120
in the test -
105
T, = ambient air temperature (NFS 90
inlet), average of NFS inlet
thermocouple signal 75
_ I 60 NFS inlet
Tars = NFS ventilation stream 45 thermocouple signal
temperature, average of the eight .
sta453 thermocouple signals 30
Tagent = FK-5-1-12 temperature, average I3 L 1
of thermocouple signal for either the 0
interior or the shell of the fire 15 average of the 8
extinguisher bottle - sta453 thermocouples
-30 , o
fire extinguisher bottle
-45 Time (sec) shell, 1 thermocouple
B = N 1 B P P S "
-(}0 . o . o
-75
0 20 40 fire extinguisher bottle

interior, 1 thermocouple

Seventh Triennial International Fire & Cabin Safety Research Conference
Philadelphia, PA, USA
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Test ResultsS wema s

315 Thermal BEhiiViOI'S, "cool", o—tad45/1eft, ave sta445/left, min/max 1z 599
300 - NFS Doors, Interior Surfaces, westad43/right, ave sta445/right, min/max s 572
285 - Test #09/11330-12 ——sta47Vright, ave —— stad7Uright, min/max oosas
270 - — 13494/l ft, ave — sta494/left, min/max ,-54 - 518
255 ~ e stad 94/right, ave — sta494/right, min/max é - 491
240 - T 464
225 - - 437
210 - - 410
195 increasing thermal excursions indicate 383
180 @ eX|§tence of and proximity to fire o | 1356
165 | 2 _ : (typical) EE‘ 399
150 - EE ' : o : 2 302
135 £ decreasing thermal excursions indicate e?q.ster?ce E, L 75
120 - = : of and proximity to firex agent |njeqt|on | o4g
105 | : (typical) o1
90 - : - 194
75 - : 167
60 - :..................................................._‘ E - 140
45 - kS : - 113
30 N 86
15 ——— e ——e———— 1 59
0 . . . = . v , - 32
-15 - \K‘V:’ é _ 5
30 - : )
s | 4o
60 - Time (sec) L 76
275 - -103
0 20 40 60 80 100 120 140 160 180

review slide 18 for telemetry details
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Test Results wamaaems

Thermal Behaviors, "hot", a—stad45/left, ave stad445/left, min/max - 599
300 - NFS Doors, Interior Surfaces, stad45/right, ave sta445/right, min/max - 572
285 - Test #05/11322-11 (typlcal) ==sta471/right, ave sta471/right, min/max - 545
270 - estad 94/1eft, ave —sta494/left. min/max - 518
255 - e stad94/right, ave sta494/right, min/max ~ 491
240 - - 464
225 - - 437
210 - 410
195 + - 383
180 - g o - 356
165 & = § ~ 329
150 - %e, E-E’-J - 302
135 = = - 275
120 - 248
105 - 221
90 - - 194
75 - 167
60 - - 140
45 - 113
30 _m 86
15 - - 59
0 v ” ” - v v v v 32
-15 -5
-30 + - =22
-45 - -49
60 - Time (sec) 76
=75 - - -103
0 20 40 60 80 100 120 140 160 180
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Test Resu 1S termar araons

Thermal Behaviors, "cold", e sta445/1eft, ave —— sta445/left, min/max - 599
300 - NFS Doors, Interior Surfaces, stad45/right, ave stad45/right, min/max - 572
285 - Test #06/11329-12 (typlca]} e stad71/right, ave sta471/right, min/max - 545
270 - e stad 94/1eft, ave sta494/left, min/max - 518
255 - e stad 94/right, ave — sta494/right, min/max - 491
240 - 464
225 + - 437
210 - 410
195 - 383
180 - ¢ g - 356
165 - g = g o 329
150 ELE.J E-Q-‘ - 302
135 - & = - 275
120 + - 248
105 - 221
90 - - 194
75 - 167
60 - - 140
45 - - 113
30 - - 86
15 - - 59
0 ¥ " r " v e v » : 32
60 - Time (sec) e 26
—T I - !
75 m L _103

0 20 40 60 30 100 120 140 160 180
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Test ReSUltS wema s

Average NFS Shell Temperature 195
(Tshell) 180

165
Tohen = average of sta445, 471, & 494 150
thermocouple signals in the first 20 .
seconds of the test 135

Temperature
(WS

" average of 15 thermocouple
120 signals representing sta 445,
105 471, & 494

90
75

0 20

Seventh Triennial International Fire & Cabin Safety Research Conference
Philadelphia, PA, USA
2-5 December 2013

Federal Aviation
Administration
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Test ResUltS wema g

Thermal Behaviors, "cold" agent, - 1.760
920 - NFS fire regions, spray fire, qf‘l] e s =+ o bl hell 1688
830 Test #07/11329-14 et ! NFS inlet - 1,616
840 - i ——— c/t/458/ext 01:30 - 1,544
200 - c/t/551/01:30@4" | 13472
760 - — C/t/551/01:30@S" 1,400
120 - C/t/551/04:30@4" | 1308

¢/t/551/04:30@8" ’
680 - C/t/551/06:00@4" - 1,236
640 1 o —c/t/551/06:00@8" |o | 1,184
- aussuorsoger |3 0 L112
560 + £ c/551/07:30@8" g? 1,040
520 - & < c/t/551/10:30@4" Ev— 968
480 - = —/t/551/10:30@8" | - 896
440 c/t/551/12:00@4" 824
400 - c/t/551/12:00@8" - 752
360 - — — ~ c/t/518/06:00@4" . 630
320 4 — — — c/t/532/01:00@4" <1 608
280 — — — c/t/532/11:00@4" £l 536
240 - - 464
200 - =L 30
160 - - 320
120 - e ey o - 248
80 - e 1%
40 o —— - 104
() s ——— —— ——— .— - 3
40 - Time (sec) L 40
-80 - - 112
0 20 40 60 80 100 120 160 180

review slides 17-19 for telemetry details
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Test ResUltS wema g

Thermal Behaviors, "cool" agent, - 1.760
920 - NFS fire regions, spray fire, ,.M‘"Jl f/hww:"“\i a= « frx bil shell - 1,688
880 _ Test#10/11331-11N_r o e NFS inlet - 1,616
840 - |l T N 1y \ ——— C/t/458/ext 01:30 1544
200 - / c/t/551/01:30@4" L 1472
760 B —C/USSI/OISO@SU | 1:400
220 c//551/04:30@4 1328

/t/551/04:30@8"
680 - - 1,256
c/t/551/06:00@4"
640 ~ o ——c/551/06:00@8" | o - 1,184
ual- cwssiorzo@s |2 1,112
60 4 EQ cwiss1/0730@8" (B & 1,040
520 - B ci/ssii030@4”  |E - 968
480 - & ——ci/551/1030@8" | - 896
440 /t/551/12:00@4" 824
400 - ¢/t/551/12:00@8" - 752
360 - — — = c/t/518/06:00@4" - 680
320 - . — — = ¢/t/532/01:00@4" < 608
\ — — — - " g

280 | \\ /t/532/11:00@4 " 36
240 - v =464
200 - " =L 392
160 - B - 320
120 - N - 248

80 ST~ T 176
40 - - 104

YT ST VTP Y SEs S8 0N GRS MO M LIPS HeWMIMMeNeDe W0 s @ = e —

0 e r - y - - = - 32
40 - ime (sec) 40
-80 - - -112

0 20 40 60 80 100 120 160 180
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Test ResUltS wema g

Thermal Behaviors, "cold" agent, 211760
920 - NFS fire regions, pool fire, ; - 1,688
380 Test #12/11401-12 ; 1,616
840 - =+ fix btl shell NFS inlet SF15m
800 - c/t/458/ext 01:30 c/t/551/01:30@4" o 1472
760 - —— c/t/551/01:30@8" c/t/551/04:30@4" 5 1400
720 - c/t/551/04:30@8" C/t/551/06:00@4" £ = 1328
680 — C/t/551/06:00@8" c/t/551/07:30@4" g“‘ 1256
640 - c/t/551/07:30@8" c/t/551/10:30@4" = 184
600 | B —— ¢/t/551/10:30@8" c/t/551/12:00@4" 1112
560 - é@ c/t/551/12:00@8" — — —C/t/518/06:00@4" 1040

: — — = ¢/t/532/01:00@4" — — = c/t/532/11:00@4" Ay
520 B % My 968
480 - = \r, u #M‘w - 896
440 | 2 ¥ r'\‘,J\J\Mp W ‘i\ \a.‘ 824
400 - NG o - 752
360 ;“"«NJ - 680
320 - 608
280
240
200
160
120
80
40
0 = .

40 Ti]i‘l_e (s‘t_ec)
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Test ResUltS wema g

Thermal Behaviors, "cool" agent, . 1760
920 - NFS fire regions, pool fire, <1 1,688
280 Test #13/11401-13 5| 1el6
840 - e+ fix btl shell NFS inlet = 1,51
800 - c/t/458/ext 01:30 c/t/551/01:30@4" o L1472
760 - ——C/t/551/01:30@8" c/t/551/04:30@4" 5 1400
720 - ¢/t/551/04:30@8" c/t/551/06:00@4" g ;E - 1,328
680 - — c/t/551/06:00@8" c/t/551/07:30@4" gv 1,256
640 - c/t/551/07:30@8" c/t/551/10:30@4" - - 1,184
600 | B ——/t/551/10:30@8 c/t/551/12:00@4 1112
E c/t/551/12:00@8" — — —c/t/518/06:00@4"
560 ] E 6 . A\l - " rw""‘ ’H i 13040
2o — — —c/t/532/01:00@4 — — —c/t/532/11:00@4 { i n, J‘r 068
5 2 0 g E \I A J\ﬂ\’,‘f ‘P fl.’\,\qi\ |~ |
480 - & A e P ! v - 896
= ,,h’ o "M"I "\ \\ 1 | ;‘.\r"‘ A
440 - e \ 824
400 - = ’!“' W / ,,’ - 752
\a
360 - o ‘1 ! - 680
320 - Jw"“ L - 608
280 by \ J’ 536
240 - ; . - 464
200 - e - 392
160 - / Q}\ - 320
120 - 4 ~ L~ 248
! TN
80 - Y)\ e e 176
i ff - T e —— ~—
40 / Y NS 104
T ——— — m—————— - _"—"7.::‘_'__-2"'—..—'5 o-.:.-"l'—- ““““““

0 —"‘__'i‘::L__'-r--————-r—_—-r‘__L_"'—______________"'_""'".:-—'_ bt - = 32
40 ime (sec) 40
80 | L1112

0 20 40 60 80 100 120 160 180
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Test ResUltS wema g

Thermal Behaviors, "cold" agent,

NFS fire regions, spray fire,
Test #08/11330-11 e

920 -
380 -
840 -
800 -
760 -
720 -
680 -
640 -
600 -
560 -
520 -
480 -
440 -
400 -
360 -
320 -

— LARGEST

FK-5-1-12 mass |/
— COLD NFS wall ||
r

O

|
I
I
[
|
|
|
|
I
|

Temperature

a= « frx btl shell

NFS inlet
= /t/458/ext 01:30
c/t/551/01:30@4"
—c/t/551/01:30@8"
c/t/551/04:30@4"
c/t/551/04:30@8"
¢/t/551/06:00@4"
— /t/551/06:00@8"
c/t/551/07:30@4"
¢/t/551/07:30@8"
c/t/551/10:30@4"
—/t/551/10:30@8"

c/t/551/12:00@4"

c/t/551/12:00@8"
— — - c/t/518/06:00@4"
— — —c/t/532/01:00@4"
— — - ¢/t/532/11:00@4"

Temperature

280 -
240 -
200 -
160
120
80 -
40 -

|
|
|
|
|
[
|
|
|
|
I
|
|
|
I
|
|
I

| = —— ————

——
—— -_
—— —_—

——
e

CF)

pres20131205.x1s

—_

—

0 hﬁr e —————————— -
-4 0 (1L L1 ) — (Se(:) 0+ 1D B BB ol s s B ¢

-80 -
0 20

40 60 30 100 120
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1,760
1,688
1,616
1,544
1.472
1,400
1,328
1,256
1,184
1,112
1,040
968
896
824
752
630
608
536
464



Test ResUltS wema g

Thermal Behaviors, "cold" agent, - 1.760
920 - NFS fire regions, spray fire, ’f\\\ b “""'“‘j =+ frx bil shell - 1,688
880 _ Test #09/11330-12 o i IR P Wl \ NFS inlet - 1,616
840 - e — = c/t/458/ext 01:30 - 1.544
800 - mmass c/t/551/01:30@4" - 1.472
760 || = T —— c//551/01:30@8" 1,400
720 | C/t/551/04:30@4" 1328
c/t/551/04:30@8"
680 - /t/551/06:00@4" - 1,256
640 =1 —css106:00@8" |, | o184
600 - 5 cwssior3o@ar |5 112
560 + Eg CH/SST0T0@S" | 5 = 1.040
520 B % cH/SS11030@4"  |E - 968
480 - 2 ——cwssI/1030@8" = 896
440 ¢/t/551/12:00@4" - 824
400 - C/t/551/12:00@8" 750
360 — — — C/t/518/06:00@4" | 630
320 - — — - C/t/532/01:00@4" 2| 608
— — — c/532/11:00@4" =
280 | ~ | 536
240 - |' = a6
200 - ; < =L 392
160 - | e - 320
120 - ! e N - 248
80 |' —— = 176
40 - ‘ﬁ 104
() r— - _4__:-_%___? _____ e —————————————— ¥ 32
o L L L L
80 [k s o e B 2
0 20 40 60 80 100 120 140 160 180

Seventh Triennial International Fire & Cabin Safety Research Conference
Philadelphia, PA, USA
2-5 December 2013

Federal Aviation

Administration



Test ResultsS wema s

Test Number

1000 _2 | | | | | | | | | | | | | | | | | | | | | 1832
E.ﬁ. cmsave, sta551, upr, 11329-12 ave, sta551, lwr, 11329-12 B
o . 30 =3 , | - - 5taS32/11:00@4, 1132012 -+ $ta518/06:00@4, 11329-12 1742
I( SPRAY : 900 _Eg e ave, sta551, upr, 11329-14 ave, sta551, Iwr, 11329-14 07 1652
| | =% > === =5ta532/11:00@4, 11329-14 «+eeeen sta518/06:00@4, 11329-14
: FIRES | 8350 = - ave, sta551, upr, 11331-11 ave, stas5s1, lwr, 11331-11 . 1562
| I 200 5ta532/11:00@4, 11331-11 sta518/06:00@4, 11331-11 ~ 1472
: stab32, 11:00, 10 :_ —_— e ave, sta351, upr, 11401-12 ave, sta551, lwr, 11401-12
M cm off NFS core A == ==5ta532/11:00@4, 11401-12 =+==+=- 5ta518/06:00@4, 11401-12 ~~ 1382
: | ave, sta551, upr, 11401-13 ave, sta551, lwr, 11401-13 13
: 7 sta532/11:00@4, 11401-13 sta518/06:00@4, 11401-13 ~ 1292
I e ave, sta551, upr, 11330-11 ave, sta551, Iwr, 11330-11 08 1202
: - = ==5ta532/11:00@4, 11330-11 +==+e=+ 5ta518/06:00@4, 11330-11
Ml sta551, average — e ave, sta551, upr, 11330-12 ave, sta551, lwr, 11330-12 .~ 1112
: of lower 6 = === =5ta532/11:00@4, 11330-12 =+=++=- sta518/06:00@4, 11330-12 | 1022
' \J PO0 St
| — § = 932
I | | 1 ~ .“t- ui:_ Ly
I 1 1 Ty, : . 842
\ \ a518, 06:00 ? : R
\ 0 JE : — i 752
| .
350 p \ 662
1 d LY
300 | | : + 572
3) | . =
250 - 1 a average = - 482
e | of lower 6 ~ g
| 1 = =4
200 £ . \ % = 24 392
= | 1 — ™ g
150 - & \ = VT = 302
E 1 1 e- ,$_£ — E |
100 - &= | Sy — =4 212
; =T Time (sec) 7 — M =
I T P - '
50 : — FRESE — 122
N | ! . - [ [ |
3 I | [ | | | | | | I I L | T | I |
0 L T 2 Lo D T LR R IYROPY P P PR SRR SO Dl s I o s s el 32
60 70 80 90 100 110 120 130 140 150
. . . . . 4 Q‘Q\N‘ ‘A ) \/\\
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Philadelphia, PA, USA (; ®N Administration 43
2-5 December 2013 \° 5




Test ReSUILS wema s

Temperature Ratio, sta551

(Kj sta551) For SPRAY fire, working with average of upper 6 sta551 thermocouples

(for each average temperature history of j = the lower or (red trace is the example here) R
upper 6 sta551 thermocouples) 750 - -

700

Kj stasst = (Txtrm = Tes) / (T1 = Tes) 650

).

* duration is the same & its location t;lr'] s;?;tt'ﬂfe ===
adjusted according to the FK-5-1-12 600 .
|nject|on Initiation S|gnal 550 e

« with fire extinction, Olszsﬁtifzmﬂe;ﬁt;gv = p——

Y Tyrrm = Tres 500 before fire ignition e R Tl

vV Kjstass1 = 0
» without fire extinction,

v Tyrrm > Tes

v if 0 < Kjgas51 < 1, fire diminishing

v if K| stas51 = 1, fire unaffected

v if K| sas51 > 1, fire relocating and/or =
intensity increasing; improved e+ 482
fuel/air mixing resulting from p
agitation by fire extinguishing agent g 392
injection plume; agent is not g X
defeating the fire as fast as the fire g— 302
is burning S 213

122
"""" 32
00 110 30 140 150
Seventh Triennial International Fire & Cabin Safety Research Conference -
Philadelphia, PA, USA Federal Aviation 44
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Specific Heats

Test Results
Cp
(anemometry graphs) Substance (kJd/(kg K))
FK-5-1-12, liquid 1.103
FK-5-1-12, vapor 0.891
air 1.003
water vapor 1.8723
water 4.184

 Hot-wire anemometry trends are interesting

* Limitations apply to the flow speed indications
— anemometer calibration : dry air, 1 atm, 25° & 40°C

— NFS ventilation stream differs from calibration basis :
» atmospheric moisture present # dry air
* most flow temperatures # 25°C

— anemometers exposed to migrating FK-5-1-12 pulse in
the ventilation stream; heat capacity of gas flow changes

— H,0O & FK-5-1-12 existence is multi-phased wapor, iiquid, solid)
— Indications likely reasonable before FK-5-1-12 migration

Seventh Triennial International Fire & Cabin Safety Research Conference
Philadelphia, PA, USA
2-5 December 2013

9 Federal Aviation 45
5 Administration




Test ReSUILS wenomey srens

e A 11322-11, sta477/12:00,axial
& : ——11322-11, sta477/12:00,rttnl
9 =3 i
= 1
1
\
81 \
i
)
7 \‘ * test 05
\ * “hot” ventilation
- k| o (1 ") ambient NFS doors
6 1 ‘% « “hot” FK-5-1-12
g u * no fire; agent distribution test
w2
z
518
£
3
=
4B
v
=
z
3 ,
2 -
Time (sec)
0 T T T T T |
70 75 80 85 90 100
review slides 20-23 for telemetry details
Seventh Triennial International Fire & Cabin Safety Research Conference -
Philadelphia, PA, USA Federal Aviation 46
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Test ReSUILS e oo

11329-14, sta477/12:00,axial
—11329-14, sta477/12:00.rttnl

——11329-14, 5ta477/06:00,axial

20131205.xls

7 T%
8 _
7 - e test 07
o ¢ ” ventilation

* “cold” NFS doors
 “cold” FK-5-1-12
. fire

W
|
NFS Ventilation Flow Speed (m/s)

Time (sec)
0 T T T T T
70 75 80 85 90

Seventh Triennial International Fire & Cabin Safety Research Conference
Philadelphia, PA, USA
2-5 December 2013
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Test ReSUILS v s

11331-11, sta477/12:00,axial
—11331-11, sta477/12:00.rttnl

——11331-11, sta477/06:00.axial

20131205.xls

9 %

8 _

7 - e test 10
o ¢ ” ventilation
* “cold” NFS doors

6 - o ” FK-5-1-12
. fire

W
|
NFS Ventilation Flow Speed (m/s)

3 ] |
2
' \
1
Time (sec)
0 I 1 1 | 1 | 1
70 75 80 85 90 100
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Test ReSUILS v oo

—; 11330-11, sta477/12:00,axial
i —11330-11, sta477/12:00,rttnl
9 | §J ——11330-11, sta477/06:00,axial
8 -
7 + test 08 (large FK-5-1-12 mass)
o ” ventilation

* “cold” NFS doors

6 1 - “cold” FK-5-1-12
g . fire
&
£
58
£
E
=
=
4 T8
72!
=
z
3 .
|
2 -
| *\M’KW\MMVW
Time (sec)
0 T I T I T 1
70 75 80 85 90 100
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Test ReSUILS wemm s

[ 11330-12, sta477/12:00,axial
—11330-12, sta477/12:00.rttnl

——11330-12, sta477/06:00.axial

res20131205.xls

el
|
pres

7 + test 09 (large FK-5-1-12 mass)
o ” ventilation

e (¢ ”) ambient NFS doors

+ “cold” FK-5-1-12

. fire

W
|
NFS Ventilation Flow Speed (m/s)

4
3 -
' 1
2 - . “' |
1 -
Time (sec)
0 ! ' . ' . !
70 75 80 85 90 100
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TESt Res u ItS (a‘ner‘nOﬁnet‘ry graPhsl)

= 11401-12, stad77/12:00,axial
9 75% ——11401-12, 5ta477/06:00,axial
[ g = 11401-12, stad77/06:00,rttnl
* test12
8 | } « “cool” ventilation
T * “cold” NFS doors
111 * “cold” FK-5-1-12
7 LH N * pool fire
- n 1l
L ‘E |
6 =2 a
3
o L4
L Z
58
- —
g
£ | A .
42 | ,
v
L@ T )
Lz |
3 Ll
A LrTEive
Nl \
2 Vi)
1 |
i m i 1 1 Al A
o ] N i Time (sec) MMMILAU* Wi V‘M“ME\AT‘ o
0 I |
105 110 115 120 125 130 135
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TESt Res u ItS (a‘ner‘nOﬁnet‘ry graPhsl)

= 11401-13, sta477/12:00,axial
9 75% —11401-13, sta477/06:00,axial
* g = 11401-13, sta477/06:00,rttnl
| * test13
] I e “cool” ventilation
* “cold” NFS doors
o “Co0l” FK-5-1-12
7 I * pool fire
L= Ml L
6 £ 1l
& N
i 'R
5 1TE i i
- I | _
£ n [l
L= - |
412 .
[7 2]
| = | |
3 i L
L1 M 'WYIAITY h“l\ N
| I & — h AN A
2 Hlsn 1 | ALY A
\
1 11
v L , 2 \ A
rﬂ-.“ S Time (sec) W M&WJ’
0 - [ 1 | \ [ ] | \ [ [ 1
105 110 115 120 125 130 135
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Test ReSUILS wemomey sescrpors

Characterizing the Anemometry
’
(X ko Ajk mig /Ajk prinj » Aje mig /AjL mig) 11331-11, sta477/12:00,axi:

(for each anemometer h_istory atj= _12:00_or 06:00 & k = axial w—11331-11. stad477/12:00.rttn
or rotational flow orientation) :

w—]1331-11, sta477/06:00,axi:

X'j - average flow speed S
15 sec duration, before FK-5-1-12
injection (pre-injection)

A, area under flow speed curves

ik prinj - 15 sec duration, pre-injection - <€ i m—>
Ajk prinj = 15 sec * X/;

15 sec duration, includes

FK-5-1-12 migration (migration)

15 sec duration, rotating flow

15 sec duration, axial flow

.,/

n/'s

ik mig

>
P,
=
=
]
I
I
I
’

j6 mig :
jL mig :

Area Ratios

Aik mig ! Ajk prinj Used to differentiate
magnitudes & durations of the flow
speeds during pre-injection & migration,
at the same location

Aip mig / AjL mig Used to differentiate
magnitudes & durations of the flow

speeds during migration for rotating &

axial directions, at the same location
—/_ Tine (sec)
!/
o/ - m
pre-|nject|on

Seventh Triennial International Fire & Cabin Safety Research Conference
Philadelphia, PA, USA
2-5 December 2013
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Test Results e e

* Light obscuration (L/O) is significant indicator

« Can not make simple calculations to
characterize the FK-5-1-12 aerosol
— FK-5-1-12 absorption/scattering properties?

— “cold” FK-5-1-12 injection reduced local temperatures
below water dew point in the moist-air ventilation
stream; did a water aerosol (fog) form? yes...

— while pre-test, hoar frost coated NFS door interiors; did
frost suspend in the air flow with injection? yes...

 Timelines in L/O graphs are artificially aligned

Seventh Triennial International Fire & Cabin Safety Research Conference
Philadelphia, PA, USA
2-5 December 2013

9 Federal Aviation 54
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PMM—MVW-M R IEAR T L
Lm.-w

spray fire ignition
approximate time of
pool fire ignition
aerosol transit through
optical path length
spray fire extinction by
electro-mechanical means
notice slopes during pool
fire growth are similar

review slides 20-23 for telemetry details
Seventh Triennial International Fire & Cabin Safety Research Conference

Philadelphia, PA, USA
2-5 December 2013
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Test ResultsS e

N ke 8 bty 8 St 60 oy WA Syt

Comparison Notes.
* black- ,

all ”cool”/“hot” or

-red,

guantity of pressurizing nitrogen or large
* red-gray,

12:00 or 06:00 region
* gray- ,

firex agent “cold” or

(Test 10 : Optical telemetry faulted.)

Seventh Triennial International Fire & Cabin Safety Research Conference
Philadelphia, PA, USA
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Test ResultsS e

light yellow

Seventh Triennial International Fire & Cabin Safety Research Conference
Philadelphia, PA, USA
2-5 December 2013

Federal Aviation
Administration




Test ResUlts e oo

% Light Obscuration

(% logs)
<€ Aty = 20 sec >
% lopgs = __100 * area A
(area A + area B) ‘1’

« At 100% light transmission (l;o,), e il At = 6 sec

. . : ; ¢ I area A I
optical receiver signal = maximum

voltage —
+ At 100% light obscuration (l,), optical fm -

receiver signal = 0 volts
() = instantaneous voltage
[average voltage at |, for Atg]

0.8

0.7
0.6

0.5
0.4
0.3

Light Obscuration

0.2
0.1

Time (sec)

0 v
65 67 69 71 73 75 77 79 81 8 8 8 89 091
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_Test ReSUltS s .

Test Identification test # 10 12 13 08 09
test date & run # 11322-11 11329-12 11329-14 11331-11 11401-12 11401-13 11330-11 11330-13
Type of test agent fire ext, fire ext, fire ext, fire ext, fire ext, fire ext, fire ext,
distribution spray fire spray fire spray fire pool fire pool fire spray fire spray fire
Did the fire extingiush (assessed by visual inspection) ? - no no no no yes/reignited no no
Temperature Indications airfKACY (°C) 13 6 11 5 3 4 7 7
H20 dew point in airfKACY (°C) 1 -11 -10 3 2 2 -5 -1
air/NFS inlet (°C) 17 7 11 7 5 4 7 7
air/NFS sta453 average (°C) 47 7 12 9 7 5 7 9
FK-5-1-12 (°C) 38 14 14
shelllaverage of interior NFS door surfaces, sta 445, 471, & 494 (°C) 37 13
upper sta551 average, pre-injection (°C) 50 713 702 717 45 42 719 718
lower stab51 average, pre-injection (°C) 45 33 36 37 115 113 34 38
difference, upper sta551, deviation due to injection (°C) - -49 -73 -205 +180 +117 -74 -79
difference, lower sta551, deviation due to injection (°C) - +25 +30 +45 +114 +111 +18 +15
temperature ratio, upper sta 551 - 0.93 0.89 0.71 515 4.08 0.9 0.89
temperature ratio, lower sta 551 - 1.96 2.2 2.5 2.04 2.02 1.67 1.48
Anemometry Indications average speeds, pre-injection
sta477, 12:00 axial (m/s) 2.3 2.2 2.2 2.3 2 2 2.1 2.2
sta477, 12:00 rotational (m/s) 0.8 0.8 0.9 0.8 - - 0.6 0.6
sta477, 06:00 axial (mVs) - 2.1 2 2.1 2.2 2.2 2.1 2.2
stad77, 06:00 rotational (mVs) - - - - 0.4 0.4 - -
ratio, areas under flow speed curves (FK-5-1-12 migration) / (pre-injection)
sta477, 12:00 axial 1.5 1.1 1 1.1 1.7 1.6 1.2 1.2
sta477, 12:00 rotational 5.2 4.9 4.8 5 - - 12.9 7
stad77, 06:00 axiall . 1 1 0.9 13 13 0.9 0.9
stad77, 06:00 rotational - - - - 7.5 1.7 - -
ratios, areas under flow speed curves, FK-5-1-12 migration (rotational / axial)
12:00 35 4.5 4.8 4.5 - - 10.8 5.8
06:00 - 5.8 5.9
Percent Light Obscuration Indications sta473, 12:00 axiall 0.42 4.39 4.73 sensing failed - - 16.9 11.7
sta473, 06:00 axial| - - - - 25.62 19.38 - -

Changes in Light Obscuration from Test to Test (fo

Proportional change
in light obscuration

rselect test pairs)
Percent change in light obscuration
(positive number signifies increasing obscuration)

Test#5to #6 (#6 /#5)| 10.452 Test#5to#6 ([#6-#5]/#5) 945.2
Test #6 to #7 (#7/#6) 1.077 Test#6 to #7 ([#7-#6]/#6) 7.7
Test#7 to #12 (#12/#7)]  5.416 Test#7 to #12 ([#12-#71/#7)] 4416
Test #7 to #8 (#8/#7) 3.573 Test #7 to #8 ([ #8 - #7 1/ #7) 257.3
Test #12 to #13 (#13/#12) 0.756 Test #12 to #13 ([#13 - #12]/#12) -24.4
Test #8 to #9 (#8/#9) 0.692 Test #8 to #9 ([#9 - #8]/#8
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Test ReSUILS wsenaions & oucomes

* Fire extinguishment not observed
— notable behavior occurred 1X against a pool fire (13)
— fire pushed from pool, but regained it (not extinguished)

— why this behavior?

« pool combustion not as thermally effective as spray combustion

— “large’- versus “small”-surface fuel diffusion; spray versus pool;
with increasing diffusion, combustion likely improves

— steady global conditions more critical to pool fire stability
* loss of liquid FK-5-1-12 from ventilation stream
» “protected” & flame volumes not concurrent

* rate of local FK-5-1-12 transformation into useful state/form
lacked compared to that of air & fuel in the combustion process
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Test ReSUILS wsenaions & oucomes

« Comparing other observations

— “cold” condition observably affected FK-5-1-12 injection
« compare tests {*"hot” & no fire} / {cold” & spray fire} (5/6)
 reviewing L/O behaviors
— L/O increased 0.4% / 4.4% (respectively); magnitudinally larger; +945%
— FK-5-1-12 end-state not all vaporous in 6 (%L/O notably # 0)

* reviewing anemometry behaviors
— 6’s rotational/axial ratio fractionally larger; flows less alike than in 5
— reduction in axial flows is notable & greater than that for rotation
— larger reduction in axial flow indicating less migratory expansion

« L/O is the basis for the statement; anemometry tentative, yet,
trends lend support
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Test ReSUILS wsenaions & oucomes

 Comparing other observations...

— global “cold” FK-5-1-12 distribution behavior in the NFS

« FK-5-1-12 favored NFS lower lobe, even with rotating injection
— compare & blend {12:00 spray fire} / {06:00 pool fire} (7/12)
— L/O increased 4.7% / 25.6%; multiply larger at 06:00; +442%
— with larger L/O in lower lobe, more FK-5-1-12 resident

« FK-5-1-12 injection plumes captured rotating around core
— notable spike observed in L/O histories; 6-9 & 13; 2 spikes in 97
— spike separates 2 durations of more aerosol-laden flow
— oscillating signal expected at fixed point subject to rotating plumes
— plausible given injection plumbing created rotation during injection
— spike & L/O excursion durations & proportionalities dissimilar;

iIndicating some transition?
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Test ReSUILS wsenaions & oucomes

 Comparing other observations...

— outcome not significant for increasing FK-5-1-12 mass
* review small/large injected masses (7/8); both “cold” FK-5-1-12
* L/O increased from 4.7% to 16.9%; multiply larger; +253%

* reviewing anemometry behaviors
— Indicates significant rotational flow in 8; a “wet” hot-wire ?
— axial flow perturbations roughly 1-2 seconds longer in 8
« reviewing sta551 behaviors
— comparable thermal excursions in upper lobe; -73° = -74°C
— observable decrease in lower lobe excursions
» +30°C > +18°C
» due to more “cold” FK-5-1-12, with minimal effect on fire?

— thermal degradation faster during 7 __
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Test ReSUILS wsenaions & oucomes

 Comparing other observations...

— what affects FK-5-1-12 more? “cold” FK-5-1-12 or walls

« confounding issues
— optical history not captured for test 10 due to telemetry fault
— pool fire test configuration (12/13) versus spray fire (8/9, 7/10)
— 2 different FK-5-1-12 masses injected (8=9 > 7=10=12=13)
« L/O suggests “cold” walls affected FK-5-1-12 more
— compare “cold”/"cool” agent (12/13) & “cold”/"cool” walls (8/9)
— L/O decreased 24% (12/13) & 31% (8/9)
» 12/13 : L/O decreased from 25.62 to 19.38% (7 at 4.7%)
» 8/9 : L/O decreased from 16.91t0 11.7%
— larger change in aerosol quantity for “cold”/“cool” walls

— pool/spray? 2 masses? large mass more fog? warm wall no frost?
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Test ReSUILS wsenaions & oucomes

 Comparing other observations...

— what affects FK-5-1-12 more? “cold” FK-5-1-12 or walls

« anemometry suggests “cold” walls affected FK-5-1-12 more

— compare “cold”/"cool” FK-5-1-12 (7/10 & 12/13) against
“cold”/’cool” walls (8/9)

— NFS walls played an observable role

» Isolate & look at each test pair for its behavioral change due to
its conditional change, then compare the sizes of changes

= 8/9 differ from others due to larger FK-5-1-12 injection
= others differ from 12/13 due to anemometer location

» largest difference is that of rotational flow seen between 8/9;
due to notable change in rotational flow behavior

— largest change between tests in each test pair is for the rotational

flow between 8/9
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Thermal Excursions at sta551

I t R I t sta551 Temperature
eS eS u S (observations & outcomes) Sample Condition of Excursions

Tests Position  Variable Variable (°C)

7/10 upper FK-5-1-12  “cold”/’cool” -73/-205
lower (small mass) +30/+45
12/13 upper FK-5-1-12 “cold’/’cool” +180/+117
lower (small mass) +114/+111
8/9 upper NFSwalls “cold”/’cool” -74/-79
lower (large mass) +18/+15

 Comparing other observations...

— what affects FK-5-1-12 more? “cold” FK-5-1-12 or walls

» consider temperature behaviors at NFS stab51
— still comparing tests for varied FK-5-1-12/NFS wall temperatures...
— (7/10), (12/13), & (8/9)
— stab51 pre-injection values show fires behaved consistently
— thermal excursions are largest for “cold”/“cool” FK-5-1-12
» largest decrease for “cool” FK-5-1-12/°cold” NFS walls (10)
» related excursions decrease or are similar for 12/13
» related excursions are similar for “cold”/”cool” NFS walls (8/9)

* increasing FK-5-1-12 temperature better improved its ability
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Test ReSUILS wsenaions & oucomes

 Comparing other observations...

— what affects FK-5-1-12 more? “cold” FK-5-1-12 or walls

« why a conflict in the means of observation/comparison?
— L/O & anemometry suggest “cold” walls are more significant
— sta551 trends suggests storage temperature is more significant
— conflict relates to the question “...what affects FK-5-1-12 more...”
» affecting how? as defined by use for this application...

» state of FK-5-1-12 after injection? relates to migratory state;
indicated by L/O & anemometry trends...

» FK-5-1-12 ability to extinguish fire? relates to fire extinction;
indicated by sta551 trends...

— does FK-5-1-12 mist/spray work like FK-5-1-12 vapor? based on
that seen here, no...
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Test ReSUILS cousons & consieratons)

* Concluding
— no fires were extinguished in 13 tests
— test 10 & 13 provided most interesting observations

— while maintaining the same injection plumbing...

« storage & environmental temperatures notably affected the state
& dispersion of FK-5-1-12

o “cold” FK-5-1-12 settled low in the NFS (all tests run at similar air mass flow rate)

« “cold” boundaries notably affected the injection plumes

* increasing the “cold” mass negligibly changed fire suppression

* increasing storage temperature improved fire suppression
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Test ReSUILS cousons & consieratons)

« Considerations

— witnessed phenomena gides 6-8) # full-scale testing sides 10-68)

* witnessed phenomena : initially-“warm” vapor mass lost to
boundary by condensation, at reduced temperature & pressure

« full-scale testing : reduced boundary & FK-5-1-12 temperatures
did not extinguish fire at atmospheric pressure
— substance trends moving to less-energetic materials

— with aerosol existence in a “protected” volume :
« use of a Statham-derivative gas analyzer is questionable

« does FAA A.C. 20-100%! concentration framework remain valid?
— volumetric concentration?
— Y, second residence time remain unchanged?
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Referable
Information

1. Thermodynamic data provided by :

» DuPont “Thermodynamic Properties DuPont Halon 1301 Fire Extinguishant,” Bulletin T-1301, E.I. Du Pont De Nemours
& Co, Inc, Wilmington, DE, USA, Feb, 1966.

» personal communication, Paul Rivers, 2006.
2. FK-5-1-12 & halon 1301 cup-burner & peak-inerting experimental concentrations

* Hamins, et al., 1994, “Flame Suppression Effectiveness,” NIST Special Publication 861, National Institute of Standards
& Technology, Building and Fire Research Laboratory, Gaithersburg, MD.

» National Fire Protection Association, 2007, “NFPA 2001 Standard on Clean Agent Fire Extinguishing Systems,” 2008
Edition, Quincy, MA.

» National Fire Protection Association, 1989, “NFPA 12A Standard on Halon 1301 Fire Extinguishing Systems,” 1989
Edition, Quincy, MA.

» FK-5-1-12 cup-burner & peak inerting concentration values
cup-burner : NFPA, 2007, Tables A.5.4.2(a) & A.5.4.2(b), p.50.
peak inerting : NFPA, 2007, Table A.5.4.3, p.55.
» halon 1301 cup-burner & peak inerting concentration values
cup-burner : Hamins, 1994, table 5, p.395.
peak inerting : NFPA, 1989, derived from table A-2-3.2.1, p.15.
3. Presentation on Outcomes from MPSe Revision 03 Testing, found at :
http://www.fire.tc.faa.gov/pdf/systems/OctO6Meeting/Ingerson-1006-HalonReplacement.pdf
4. Working Copy of Draft MPSe Revision 04, found at
http://www.fire.tc.faa.gov/pdf/systems/MPSErev04 MPSeRev04doc-02submtd.pdf

5. Advisory Circular 20-100, 1977, "General Guidelines for Measuring Fire-Extinguishing Agent Concentrations in Powerplant

Compartments,” United States Department of Transportation, Federal Aviation Administration, Washington, DC,
http://rgl.faa.gov/Regulatory _and Guidance_Library/rgAdvisoryCircular.nsf/listt AC%2020-100/$FILE/AC20-100.pdf
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